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Abstract

This paper analyzes the effect of wind turbine
integration (WT) on the inter-area oscillation mode of a
test two-area power system. The paper uses a root-locus
based design method to propose a pair of controllers to
provide damping to the inter-area mode of the system.
The controllers are selected from the best combination
of feedback signal and WT control action. One of the
controllers uses the active power control part of the WT
while the other uses the reactive power part. The paper
analyzes the impact that increases on the transmission
line connecting the WT to the system have on the
controllers’ performance. Time domain simulations are
provided to evaluate the effectiveness of the controllers
under different conditions.

1. Introduction

The future grid is expected to accommodate much
higher levels of penetration of wind and solar generation
if goals such as the 50% mandate of electricity coming
from renewables by 2030 in states like California
and New York are to be met [1, 2]. Because of
this continuous introduction of renewable energy the
traditional operation of power systems is expected to
change. It is important to assess how the inclusion of
converter-based interfaced clean energy sources, such as
wind and solar, affect the dynamics of power systems
traditionally set by the swing equation governing
conventional generators. In particular, studying the
impact that power electronics interfaced generation has
on the small signal stability of power system is critical to
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enable its inclusion in larger quantities. Because power
electronics have much faster responses than conventional
generation and can independently control active and
reactive power it is of special interest to investigate
how they can help with the small signal stability of the
system.

The effect that integrating Wind Turbine Generators
(WTGs) has on inter-area oscillations have been
investigated in [3-8]. Most of these studies show
that wind integration increases the damping of these
oscillations. However, some works show that under
certain operating conditions the installation of wind
generation can destabilize these modes of oscillation [5,
9]. Previous research has shown power electronics
interfaced generation to be effective in damping power
system oscillations [6, 10—14].

This paper is composed of two main parts. The
first studies the effect of integrating WTG in a two-area
system representative of a transfer path continuing the
work presented in [15, 16]. The second part proposes
root-locus control strategy for WTGs to damp inter-area
oscillations. The linear analysis and nonlinear simulation
of wind integration presented in this paper are facilitated
by the MATLAB-based Power System Toolbox (PST)
software [17] using the implemented Type-3 WTG
model [7, 18]. The main contributions of this work can
be stated as follows:

(a) It studies the effects on the inter-area mode of the
system of increasing wind penetration for different
power transfer conditions. It shows that integrating
WTGs in the area that is importing power may pose
small signal stability problems.

(b) It presents an investigation on how the transmission
line used to perform the installation of wind in the
system affect its inter-area mode.

(c) It proposes two different control mechanisms for
WTG to damp inter-area oscillations. One controller
actuates in the active power control of the WTG
while the other is included in the reactive power
control.

(d) It studies the proper combination of measured signal
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and point of connection of the controller within the
WTG to better influence the inter-area mode of the
system.

(e) It analyzes the effect of transmission line increases
on the proposed controllers. It shows that even
though increases in the transmission line only affect
slightly the inter-area mode of the system, the zeros
of the system are heavily affected. The movement
of the zeros is shown to decrease noticeably the
performance of both proposed controllers.

(f) Time domain simulation is performed to show that
WTG can be effectively used as a tool to damp
inter-area oscillations and different input/output
signal combinations can be used to achieve that goal.

2. Test System and WTG Model
2.1. WTG Model

The Type-3 WTG model presented in [19, 20]
and implemented in PST [18] is used in this work.
The model can represent up to an entire wind power
plant and has been previously validated [21-25]. The
converter-controlled grid interface of this type WTG
allows for independent active and reactive power control.
The model interacts with the grid as a controlled current
injection. The injected current is determined by the
outputs of the active and reactive power controllers,
Ipema and Efgema respectively as well as the voltage at
the point of interconnection. The current injected by the
Type-3 WTG model is

E vV
L= (1,, —jLZj) fcos) + dsin(a)) 47— (1)

where I, and Ey4 correspond to the outputs of the active
and reactive power controllers after they pass through an
independent delaying stage each. V, is the voltage at
the point where the WTG is connected and v is a state
representing the PLL action of the converter [20] that is
described by

;Y = kpllp [‘/;tim COS(V) - V;fre bln(’Y)] (2)
2.2. Test System

The test power system used in this paper is presented
in Fig. 1. This system corresponds to a two-area,
two-machine test system that contains a dominant
inter-area mode and can be interpreted as an example of
a transfer path between sparse areas that oscillate against
each another [26]. To study the effect that positioning
of wind generation has on the inter-area power swing of
this system, WTGs are to be located independently in
each area and at the midpoint of the transfer path. As
such three cases are considered:

* Case A — Wind integration is performed in Area 1
at Bus 6. The power output of the conventional
generator at Bus 2 is reduced according to the
desired wind penetration.

* Case B — Wind integration is performed in Area 2
at Bus 10. The power output of the conventional
generator at Bus 4 is reduced according to the
desired wind penetration.

* Case C — Wind integration is performed at
the transfer path’s midpoint at Bus 8. Both
conventional machines, generators at Buses 2 and
4 are each reduced by half of the power produced

by the WTG.
Case A Case C Case B
2 4 6 7 i.q8 9 103 4
G2 G4
Te 87
= 17 19 =
L17 L19
A I N\ I 4
Area 1 Area 2

Figure 1: Two-area, two-machine test system used in this paper that
has a strong inter-area oscillation mode.

Note that in each case only one WTG is considered as
the idea is to see how individual WTG controls interact
with the modes of the system. In addition to the cases
of WTG positioning, two scenarios regarding how the
displacement of conventional generation is achieved are
investigated:

e Scenario 1 — Implies a reduction on the MVA
of the conventional machine displaced by wind
integration according to the penetration level.

e Scenario 2 -The MVA of the conventional
machine displaced by wind integration remains
constant and only its power level is adjusted
according to wind penetration.

Scenario 1 is useful to study long-term impact
of wind integration when installation of new wind
power plants is coupled with the decommissioning of
conventional machines. Scenario 2 is meant to represent
situations when wind power plants are producing high
amounts of power' and conventional generation is kept
as reserve.

'Higher than the average possibly closer to their nominal rating
because of strong wind.
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3. Impact of WTG on Inter-Area
Oscillations

The impact that Type-3 WTG installation has on the
test system of Fig. 1 is presented in this section.

3.1. Inter-area Mode Variations with
Increased Wind Penetration
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Figure 2: Variations in the inter-area mode of the test system with
increments in wind penetration.

A study on the effect that increments of wind
penetration has on the inter-area oscillation of the test
system is presented in this section. The study is carried
out with variations of wind penetration from 0% to
43% of the total power production. The three different
cases of positioning of wind integration along with the
2 scenarios of displacement of conventional generation
outlined in Section 2.2 are considered. In addition, the
analysis is performed at three different power transfer
conditions: 400 MW (4 pu) export, no power exchange,
and 400 MW (4 pu) import.

Fig. 2 shows the variations in the inter-area mode of
the system for the 18 different configurations described
above. The results in Figs. 2 (a),(c),(e) show the
movement of the inter-area oscillation for Scenario 1
where the MVA of the displaced conventional machine is
rescaled. The results in Figs. 2 (b),(d),(f) correspond to
Scenario 2 of synchronous machine displacement. The
three rows on Fig. 2 correspond to the result for the
three different power transfer conditions. The results
of increasing wind penetration presented in Fig. 2 show

increase in wind penetration leads to an increase
in both, synchronizing and damping torques.

* For cases A and B of wind integration positioning
with small penetration (green line in Figs. 2(a) and
blue line in Figs. 2(c)) it can be noted that the
damping control is initially reduced before it is
increased. That is for smaller wind penetration
conditions the loading condition of the system
affects the impact of wind integration on the
damping torque.

* The conditions presented in Figs. 2(b), (f),
(cases of Scenario 1 for constant MVA rating in
the displaced conventional generator) show that
installing WTGs in the area that is importing
power reduces the value of the damping and
synchronizing torques of the inter-area mode of
the system.

Fig. 3 shows the sensitivity Krgsq as a function of
increments in wind penetration. This sensitivity is
found from the linearized model using Krgppq =
0T./0F¢4cma and a more detailed derivation can be
found in [15]. The cases considered in this analysis

Page 3651



correspond to the same ones considered for the study
in Fig. 2. These results indicate that higher values of
K7Eqhave a destabilizing effect on the damping torque
of the mode. They are also aligned with results in
previous work [4,5]. As discussed in [15] the difference
between the two conventional machine displacement
scenarios can be attributed to differences in the inertia
present on the system.

3.2. Inter-area Mode Variations with WTG
Connecting Transmission Line

Hitherto, the installation of WTG in the system
is made through a substation transformer and a
transmission line (TL) that connects it to Bus 6, 10 or
8 for Cases A, B or C respectively. In this section
the effects of increasing the reactance of the TL that
connects the WTG to the system are assessed. The
reactance was varied from 0 to 0.11 pu which is
equivalent to a transmission line length from O to 110
km. The loading condition for the analysis was an import
of 400 MW in Area 1 from Area 2. Fig. 4 shows the
movement of the inter-area oscillation of the system for
all the cases and scenarios of Section 2.2. These results
can be described as follows:

e For all the cases of wind positioning when
the MVA rating of the displaced machine is
reduced (Scenario 1) there is a decrease of the
synchronizing torque as the WTG reactance is
increased.

* The damping torque increases for Case A which is
the area that is importing power. For cases B and
C there is a minor decrease in the damping torque.

e For Scenario 2 when the MVA rating of the
displaced synchronous generator remains constant
there is a reduced effect on how the mode is
affected for Cases A and B with respect to those
cases in Scenario 1. However the trends are the
same, a reduction on the synchronizing torque for
both cases and an increase in the damping torque
for Case B and reduction of it for case A. For case
C the effect in Scenario 2 is similar to Scenario 1,
which represents a considerable reduction in both
damping and synchronizing torques.

4. WTG Damping Control Design

This section presents a systematic approach to design
an inter-area oscillation damping controller for WTGs.
The presented approach analyzes a set of signals to
determine the most suitable one to use as a feedback
input for the controller. The considered signals are as
follows:

Inter-area mode
S.G. Constant MVA

Inter-area mode
S,G. Reduced MVA

bt
»

w
9

£

bt

in
e
i

Imaginary Axis
. .
>

Imaginary Axis

b
L.

-05 -04 =03 -02 -0.1 0 0.1
Real Axis

-0.2 =0.1 0
Real Axis

Figure 4: Inter-area mode variations with increases in the reactance
that connects the WTG to the system.

* Frequency at the point of interconnection of the
WTG.

* Voltage magnitude at the point of interconnection
of the WTG.

* Magnitude of the current flowing from Area 1 to
Area 2, measured on one of the lines connecting
Buses 7 and 8.

e Active power flow from Area 1 to Area 2,
measured on one of the lines connecting Buses 7
and 8.

In combination to the feedback signal selection,
this work evaluates the proper place to integrate the
controller within the WTG to enhance its ability to
influence the power oscillation. Three different WTG
points of action considered are:

* Adding a signal P, 4 t0 Porq right before the
output of the active power control of the WTG as
seen in Fig. 5.

* Adding a signal Ps;g at the active power setpoint
control of the WTG as observed in Fig. 5. It should
be noted that this action implies the WTG active
power output is curtailed or the WTG is spilling
wind and has the ability to increase it’s active
power output.

* Including a signal Qqsi, inside the WTG reactive
power control as shown in Fig. 5.

The power system loading condition selected to
perform the controller design is when 4 pu of real
power are being imported by Area 1 and the WTG is
installed in Area 1 (case A). The WTG displacing half
of the conventional generation in the area but the MVA
rating of the substituted machine is retained. This case
was chosen because this is one where wind integration
creates a destabilizing effect for the power oscillation of
the system.
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Figure 5: Schematic diagram of the active power control of the WTG
model.

4.1. General Concepts

The control approach taken in this paper requires
a linearized representation of the power system in the
following state-space form

i = Ax + B,u, y = Cyxx 3)
obtained at an equilibrium point which corresponds to
the power system loadflow.

Since different measured signals and points of action
of the controller are being considered different input
and ouput matrices are calculated to that end. In
particular, three different input matrices Bqq, Bpset,
Bporq are computed to consider the three different
points of connection of the controller mentioned earlier.
Similarly, four output matrices, Ct, Cy, Cy, Cp are
obtained to account for the different feedback signal
selection. As such any combination of one input matrix
B,, with any output matrix Cy yields a different system
Hyx 22(8) to analyze. Note that any particular system is
described by 47 states out of which 17 correspond to the
WTG.

Based on the close relationship between root-locus
analysis and phase compensator design presented in [27—
30] for PSS tuning, this paper will use root-locus
diagrams for the controller design. In the proposed
approach, the angle of departure of the inter-area
oscillation is determined. Because the idea is to create
an increase in damping torque, the proposed controller
would require the inter-area mode to move towards the
LHP as seen in Fig. 6.

The controller structure utilized in this work is
depicted in Fig. 7 and is similar to the structure of
PSSs included in conventional generation. Because the
controller needs to be inactive for steady state it has a
washout filter (derivative action). In addition, it contains
two lead-lag compensator stages to move the departure
of the mode in the direction of increased damping torque.

pemd

Increase in
synchronizing ]CU
torque

Desired

Increase in
damping torque

[
L
g

Figure 6: Controller design objective: increase the damping torque of
the Inter-Area Mode.

1+sT, 1+ T, sT U,
» 3 > w
v, - 14 5T, 1+ 5T, 14T, L

Y

Figure 7: Proposed controller structure. A two-stage lead lag
compensator with a washout filter.

4.2. WTG Active and Reactive Power Controls

Fig. 5 shows a schematic of the active power control
of the Type-3 WTG [19] whose output is the active
current injection Ipcmg. Note that the active power
control is regulated by three individual PI controllers as
follows

K; 25
Pitch Control: Geont(s) = Kpp + —2> = 150 + —
s s
4
K. 30
Pitch Comp.: Geomp(s) = Kpe + =3+— (5
s s
Kii, )
Torque Control: Giorg(s) = Kpteq + 434 0.6
s
(6)
8.4
Qcmd
1
14T,
Efdx;md

‘fdemd

Figure 8: Schematic diagram of the reactive power control of the WTG
model.

Fig. 8 illustrates the reactive power control of the
Type-3 WTG [19]. Note that for this study the reactive
power control of the WTG is set to control the voltage
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magnitude at the bus the WTG is connected to. Hence,
this voltage signal corresponds to Viee. This function
is called WindCONTROL and is a simplified version of
the supervisory reactive power control of the entire wind
farm [19].

4.3. Control Design

The control approach previously described is used for
all combinations of input-output signals. Fig. 9 shows
different root-locus plots of the test system Hyyx ,,($)
for all 12 combinations of input/output signals. These
plots correspond to the power system with a specific pair
of input and output signals as determined by the B,,
and Cy, matrices respectively. Because the correction
of the departure angle comes only from the two stage
lead-lag compensator, these plots also include the action
of the washout filter. Columns in Fig. 9 determine
the measured (output) signal while its rows correspond
to the place to locate the controller in the WTG. The
presence of zeros near the inter-area mode make some
of the input/output signal combinations not suitable for
the proposed controller. This situation however could
be overcome by using multiple input signals to the
controller [31] and robust control which are beyond the
scope of this paper.

Out of the 12 possible controller combinations
two controllers were selected. The first acts in the

Root Locus — GQny Root Locus — GQQ.V

reactive power control of the WTG and uses the current
magnitude as measured signal Gqqu while the second
acts in the WTG active power setpoint using the bus
frequency as feedback signal. The constants for the
designed controllers are stated in Table 1. Fig. 10
shows a root-locus plot for these two controllers. These
plots shows that the angle of departure is effectively
near 180° as intended and are used to select the
appropriate proportional constant K,. Fig. 11 shows the
corresponding Bode plots to the Root Loci in Fig. 10.
The frequency range of interest is from 0.1 Hz to 1 Hz
because it is where inter-area oscillations occur. The
Gain Margins of the the G'pgset s and Gqqu controllers,
respectively, is determined as 27.08 and 19.96 dB.

Table 1: Designed Controllers Constants

Controller Ty [s] Tx[s] K, B

P pu
Goon 11358 00824 04
Ghpset 5.6613 0.0165 18

This design was then evaluated when the WTG is
connected to the system through a transmission line (TL)
of different lengths. When increasing the length of the
TL both controllers (Gpg,,r and Gqq,n) become less
effective. Because the connection between the WTG
and the system becomes weaker it is also reasonable to
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Figure 9: Root-loci for all possible combinations of input output signals.
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Figure 10: Root-loci for the two selected controllers: (a) Gqq, 1. (b)
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Figure 11: Bode plots for the two selected controllers: (a) Gqq,11, (b)
GPset,f .

expect the controller to be less effective.

Fig. 12 shows the zeros and the inter-area mode of
the system as the TL increases from 0 to 100 km for
the Gpg,, ¢t controller. For this same TL increase, the
inter-area oscillation is slightly changed a result that is
expected because the TL only connects the WTG to the
system and does not significantly alter the characteristics
of the inter-area tie line. By adjusting the controller time
constants for optimal damping, the root-locus will result
in the inter-area mode moving to the same zero for all TL
lengths. Fig. 12 shows the movement of the dominant
zero as the TL length increases; it shows that this zero
approaches the inter-area mode of the system.

TA and Zero Movement Ggq.n TA and Zero Movement Gp,, ¢
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)

Figure 12: Zeros and Inter area mode with increasing TL length with:
(@) GqQq,11»> (0) Gpset, -

Similarly, Fig. 12b shows the zero and inter area
movement of the Gqq n controller. The poles of the
system are the same as in the case of the Gopg,, ¢
controller. Although the zeros of the system differ a
similar pattern emerges: The significant zero associated
with the inter-area mode moves closer to the inter area

mode as the TL length is increased. This indicates that
both controllers become less effective with TL increases.
Note that this effect is the result of having a zero
moving towards the right hand plane and attracting the
inter-area mode towards it for increases in the controller
gain. Fig. 13b and Fig. 13a show the root-locus of the
inter-area mode for each controller at 0, 50 and 100 km
TL length. These results show that the controllers are not
able to significantly improve damping on the inter-area
mode for the case of 100 km TL. In the 50km TL case
both controllers are capable of damping the inter-area
mode better than the 100 km case. However, the effects
of the controller and TL increases on the other modes
of the system have to be considered. Fig. 14 shows
the complete root locus for the case with a 100 km TL.
Fig. 15 shows the corresponding Bode plots with the
same frequency range of interest as in Fig. 11. From
the bode plots and the Gain Margin can be determined
as 21.67 dB and 25.29 dB for the Gpget,r and Gqqu
controller respectively. To take into account all the
modes of the system as well as important nonlinear
phenomena, Section 5.2 presents time domain simulation
results of the implemented controllers and analyzes their
performance.

Root Locus Controller Gqqn Root Locus Controller Gpget

6 6
<4 LR <4 (K -
E: o—C = 5 —Q
5 g
% 5 —No TL %D ’ —No TL
K| —50km TL K] —50km TL

—100km TL —100km TL
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-1.5 -1 -0.5 0 0.5 -2 -1.5 -1 -0.5 0 0.5
Real Axis Real Axis
(@) (b)

Figure 13: Root-loci for Controller design at different length TL for:
(@) Gqq,11> (b) Gpset, t-

5. Simulations Results

This section presents time simulations results of the
inter-area oscillation damping controllers of Section 4.

The test-system in Fig. 1 is selected to perform
this analysis which is based on the following event: a
three-phase short circuit to ground that lasts 0.1 s is
applied to Bus 7 without changing the topology of the
system once it is cleared.

The following two cases were considered when
connecting the WTGs:

* The WTG is directly connected to the system
using a step up transformer with X = 0.15pu
in the machine base. This corresponds to a High
Voltage connection of the WTG.

* The WTG is connected to the system through
a 100 km transmission line (in addition to a
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Figure 14: Root-loci for the two selected controllers with a long TL
connecting the WTG to the system.
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Figure 15: Bode plots for the two selected controllers with a long TL
connecting the WTG to the system: (a) GqQ, 11, (b) Gpset,t-

similar transformer as in the previous case). This
corresponds to a WTG located in a area with a
weak grid connection.

5.1. High Voltage Connection

Four cases were considered: (i) a Type-3 WTG
is installed in Area 1 producing around half of the
total power in the area with the displaced conventional
generation retaining the same MVA rating, (ii) similar to
case (i) but including the Gpges ¢ controller of Section 4
to the WTG, (iii) similar to case (i) but including the
Gqqu controller of Section 4 to the WTG and (iv) a
no wind case for comparison.

Fig. 16 shows the results of the system for the cases
(1)-(iv) just presented when Area 1 is importing 4 pu of
real power as the loading condition of the system. The
no wind case in these results show that the system has an
inter-area mode that is excited by the applied fault and
damped by the PSSs installed in conventional generators
G2 and G4. They show that integrating wind in the area
that is importing power (Area 1, Case A) reduces the
damping of the power swing. They also show that when

including any of the controllers (Gpset,r, Gqqn) the
inter-area oscillation is effectively damped as intended.
Results in Fig. 16 (c) show that the controller Gpget
makes the pitch angle responsive to the power swings.
This result is expected because this controller is placed
in the active power control loop of the WTG that is also
responsible for managing the blade pitch. However it
should be noted that this controller would be completely
effective when the pitch angle has room for action (i.e.,
when the WTG is spilling some power). On the other
hand, the controller Gqqnu does not affect the pitch
angle, it mainly affects the reactive power injection of
the WTG which is reflected in the voltage behavior at
Bus 6 as seen in Fig. 16 (b).

Line (B7-B8) Power flow - Prrs(MW)

Pitch Angle (6) - WTG (deg)

|
| T 3

I L--C.A. - Cont. Gpgg
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|
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Figure 16: Plots for the case 4 pu of power is imported to Area 1. The
following signals are presented for the different WTG control cases:
(a) Power flow in line connecting Bus 7 and 8; (b) WTG pitch angle;
(c) voltage at Bus 6; (d) voltage at Bus 10.

In addition, the two controllers were tested in a
different power loading condition when Area 1 is
exporting about 4 pu to Area 2 and the results are
presented in Fig. 17. These results show that both
controllers are again effective in damping the inter-area
oscillation?. Note that for this case of power transfer
wind integration in Area 1 also increases the damping
of the power swing, a situation expected from the results
outlined in Section 3.

Table 2 shows a summary of the inter-area mode
for the different cases of wind integration and controller
implementation in combination with the two power
transfer conditions for a WTG with high Voltage
connection.

5.2. Low Voltage Connection

The same four cases as in the high voltage connection
case were considered in the low voltage connection case

2The gain of the controller for Gqq,n has to be multiplied by -1.
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Figure 17: Plots for the case 4 pu of power is imported to Area 2. The
following signals are presented for the different WTG control cases:
(a) Power flow in line connecting Bus 7 and 8; (b) WTG pitch angle;
(c) voltage at Bus 6; (d) voltage at Bus 10.

Table 2: Inter-area mode with controllers

Figure 18: Plots for the case 4 pu of power is imported to Area 1 when
the TL length is 100 km. The following signals are presented for the
different WTG control cases: (a) Power flow in line connecting Bus 7
and 8; (b) WTG pitch angle; (c) voltage at Bus 6; (d) voltage at Bus 10.

Table 3: Inter-area mode with controllers for the system with WTG
connected through 100km TL

Case Pis=—-4pu P, =4pu
No wind -0.11+3.395  -0.13 +3.39j Case Pis =4pu
25% Wind (Case A)  -0.03+3.27j -0.42 + 3.39j : :
25% W. (C. A) - Gperr  -0.59 +3.36]  -0.65 + 3.61i No wind -0.1133 + 3.33868;
25% W. (C. A) - Goon 034 +328] -1.24+3.00i 25% Wind (Case A)  -0.0958 +3.2159j

where the TL length is set to 100 km. Because the
difference is the connection of the WTG, case (iv) which
does not contain a WTG yields exactly the same results
as in the previous section.

Fig. 18 shows the results of the system for cases
(1)-(v) when Area 1 is importing 4 pu of real power.
Fig. 18 (c) shows that integrating wind in the area
that is importing power (Area 1, Case A) reduces the
damping of the power swing, even if the WTG is
connected through a long TL. It also shows that any
of the controllers (Gpsetf, Gqq,n) designed for a low
voltage connection improves the inter-area oscillation
damping to some degree.

Table 3 shows a summary of the inter-area mode for
the different cases of controller implementation for a
WTG connected to the system through a 100km TL.

6. Conclusions and Future Work

This paper analyses the impact that integrating wind
has on the inter-area oscillation of a test system. It
presents a comprehensive study as to how this mode is
affected by: (i) increased wind penetration for different
WTG locations and (ii) increases in the reactance of the
transmission line connecting the WTG to the system.

25% W. (C A) - GPset,f
25% W. (C. A) - Goou

-0.1160 + 3.2545j
-0.3651 + 3.2878j

The paper shows that even though integrating wind
integration in general increases the damping of the
inter-area mode, it could potentially destabilize it when
wind is installed in the area that imports power.

The paper then introduces a root-locus approach
to design a two-stage lead lag controller for WTG to
damp the inter-area oscillation of the system. Using
this approach, two different controllers one acting
in the active power control and the other in the
reactive power structure of the WTG are designed and
implemented. The paper then analyzes the effect on the
controller performance of increases in the reactance of
the transmission line that connects the WTG to the grid.
Time domain simulation is used to test the performance
of these controllers. These simulations show that wind
can be effectively used to enhance the damping of the
inter-area oscillations in power systems.

Future work will include designing a controller using
more advanced multi-variable control techniques to deal
with the zeros that appear near the inter-area mode when
only SISO controllers are considered.
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